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Paragraph 15 – Not Applicable currently 
 
Paragraph 17 – Not Applicable currently 
 
Paragraph 18 – Not Applicable currently 
 
Paragraph 19 – Not Applicable currently 
          
Paragraph 21 – Not Applicable currently 
 
Paragraph 22 – Not Applicable currently 
 
Paragraph 23 – Not Applicable currently 
 
 
Non‐Compliance w/ PTIOs 
 
Per the requirements of the PTIOs, Gulfport submits any deviation in the annual Permit Evaluation Report. 
While uptime has been excellent during the applicable reporting period, there were three instances of 
downtime of a combustor while a facility was operating. 
 
 
 

Facility  Downtime 
Start Date 

Downtime 
Start Time 

Downtime 
Hours 

Event Reason 

Miller 
Pad 

12/14/2020  09:20 PM  37.75  Generator went down, shutting in combustor.  Once 
generator was up and running, combustor returned to 
service. 

Vozar 
Pad 

10/04/2020  06:05 PM  3.75  Generator went down, shutting in combustor.  Once 
generator was up and running, combustor returned to 
service. 

Vozar 
Pad 

10/04/2020  10:35 PM  2.25  Generator went down, shutting in combustor.  Once 
generator was up and running, combustor returned to 
service. 

 


